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10” CU. AIR TERMINAL WITH CAST BRONZE ADJUSTABLE HORIZONTAL
T~ A SURFACE MOUNT BASE.
A 10” CU. AIR TERMINAL WITH CAST BRONZE VERTICAL SURFACE MOUNT BASE
O ] " B SUITABLE FOR INSTALLATION ON HVAC EQUIPMENT OR PARAPET.
\ - gGRFigI:Z Gé SNIESX é II::IAL WITH CAST BRONZE ADJUSTABLE HORI|ZONTAL
) NORTH (2) 1 — '
- —T CAST BRONZE TEE CONNECTOR AND DOWN CONDUCTOR ROUTED CONT INUOUS
TO COUNTERPOISE.
~ | CAST BRONZE TEE CLAMP CONNECTOR.
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@ ARCHITECTURE PLANNING INTERIORS
A. INSTALL LIGHTNING PROTECTION SYSTEM IN ACCORDANCE REES PLAZA AT EAST WHARF
WITH NFPA 780 AND UL REQUIREMENTS. 9211 LAKE HEFNER PARKWAY. SUITE 300
B. ALL LIGHTNING PROTECTION MAIN AND DOWN OKLAHOMA CITY, OKLAHOMA 73120
A A A CONDUCTORS SHALL BE ROUTED CONCEALED. P: 405.942.7337 F:405.948.1261
KD ‘j !\'@ C. EXOTHERMICALLY BOND DOWN CONDUCTORS TO STEEL
STRUCTURAL MEMBER OR CONCRETE REINFORCING STEEL Mechanical Engineer
D. BOND GUTTERING SYSTEM. 228 Robert S. Kerr Ave, Suite 515
Oklahoma City, OK 73102
E. NOT ALL EQUIPMENT, FANS, PIPES ETC. ARE SHOWN. P: 405.236.2030 F: 405.239.6101
COORDINATE WITH DRAWINGS FROM ALL DISCIPLINES AND Electrical Enai
PROVIDE PROTECTION/BONDING AS REQUIRED. ectrical Engineer
Horner Associates Engineers, Inc.
F. AFTER INSTALLATION THE LIGHTNING PROTECTION SYSTEM 1306 Commerce Drive
SHALL BE INSPECTED AND TESTED FOR UL MASTER Norman. OK 73071
LABEL. . P
LIGHTNING PROTECTION CONDUCTORS P: 405.801.2528 F: 405.801.2529
\ / Civil Engineer
EXOTHERMIC CONNECTION TO CLEANED BARE MacArthur Associated Consultants
METAL SURFACE 3033 NW 63rd St., Ste. 250E
Oklahoma City, OK 73116
P: 405.848.2471 F: 405.848.2474
LIGHTNING PROTECTION CONDUCTORS
KEYED NOTES:[ > Structural Engineer
PIPE BONDING STRAP. Zahl-Ford, inc.
1. BOND TO LADDER AND CAGE. 8411 S. Walker
Oklahoma City, OK 73139
STRUCTURAL BOND'NG 2 BOND TO EXHAUST STACK P: 405.634.3393 F: 405.634.6414
PIPE BONDING 3. TO COUNTERPOISE. RE: SHEET E-301.
3 SQUARE INCH BONDING PLATE. FASTEN PLATE SECONDARY BONDING WIRE.

TO CLEANED BARE METAL SURFACE WITH (2) SELF

TAPPING STAINLESS STEEL SCREWS. SECONDARY CABLE SPLICER.
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LIGHTNING PROTECTION CONDUCTORS: LIGHTNING PROTECTION CONDUCTORS

DEPARTMENT OF TRANSPORTATION

FEDERAL AVIATION ADMINISTRATION
MIKE MONRONEY AERONAUTICAL CENTER — OKLAHOMA CITY, OKLAHOMA

PSL — POWER SERVICES LABORATORY

SECONDARY BONDING LUG.
SECONDARY BONDING

EQUIPMENT BONDING

LIGHTNING PROTECTION PLAN
Construction Work Request No: 09-018745

TYPICAL LIGHTNING BONDING DETAILS
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